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OVERALL PLAN LEGEND

EXISTING WALL OR OBJECT TO REMAIN

NEW WALL OR OBJECT

EXISTING DOOR TO REMAIN

NEW DOOR

AREA NOT IN SCOPE OF WORK

GENERAL NOTES

HORIZONTAL ASSEMBLIES
A. SEE WALL SECTIONS AND CODE ANALYSIS DRAWINGS FOR 

HORIZONTAL ASSEMBLY TYPES, ALL WITH FIRE 
RESISTANCE OPENING PROTECTION BY SHAFTS, 
ASSEMBLIES, BY EXCEPTION FOR DUCTS AND 
PENETRATIONS.

1. SITE INFORMATION SHOWN FOR REFERENCE ONLY.  SEE 
SITE PLANS.

2. SEE G1.00c SHEETS FOR CODE COMPLIANCE INFORMATION 
AND STANDARD MOUNTING HEIGHTS AND ACCESSIBILITY 
REQUIREMENTS UNO.

3. ALL DIMENSIONS ARE TO FACE OF STUD UNO OR CENTER 
OF WINDOW OPENING, COLUMN, OR GRID.  EXTERIOR 
DIMENSIONS ARE TO FACE OF FOUNDATION/FACE OF 
FRAMING. DIMENSIONS INDICATED AS "CLR MIN" ARE TO 
FACE OF FINISH.

4. ALL DOOR OPENINGS PERPENDICULAR TO A WALL ARE 5" 
TO THE WALL UNO.  ALL WINDOWS ARE CENTERED WITHIN 
ADJACENT ROOMS UNO.

5. DATUM ELEVATION 0'-0" AT THE EXISTING BUILDING 
GROUND FLOOR EQUALS USGS ELEVATION +435'-0"

6. ALL INTERIOR WALL DIMENSIONS TAKEN TO F.O. FINISH 
UNO.

7. ALL EXTERIOR WALL DIMENSIONS ARE TO F.O. FINISH UNO.
8. SEE STRUCTURAL DRAWINGS FOR ALL EXTERIOR WALL 

FRAMING.
9. SEE SHEET G1.50 FOR PARTITION TYPES.
10. FLOOR FINISH TRANSITIONS TO OCCUR AT CENTERLINE OF 

DOOR.
11. SEE DETAIL 1/A8.70 FOR FLOOR FINISH TRANSITIONS.
12. PROVIDE 4' TALL STAINLESS STEEL CORNERGUARDS AT 

ALL OUTSIDE CORNERS AND OPENINGS WITHOUT DOORS 
THROUGHOUT THE PROJECT AREA.

13. PATCH AND REPAIR ALL EXISTING FINISH SURFACES TO 
REMAIN, TO MATCH NEW SURFACE FINISHES.

14. ALL FURNITURE IS SHOWN DASHED FOR REFERENCE ONLY 
AND IS OFOI.

Date:

Project  #

tva architects inc.

920 sw sixth avenue | suite 1500
portland, oregon 97204
phone:  503 220 0668
www.tvaarchitects.com
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100% CD SET

N

PLAN NORTH

1/8" = 1'-0"

1 OVERALL PLAN - BASEMENT

KEYNO
TES Keynote Text

1 VACUUM PUMP, SEE PLUMBING

2 ACOUSTICAL CURTAIN SYSTEM

3 22 13 19 FLOOR SINK, LOCATION FOR REFERENCE ONLY,
SEE PLUMBING

1 100% CD SET 07/01/22
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Rectangle

Nick.Pritchard
Callout
Elevator Demo:
Approx. 09/28/22 - 11/29/22
Thickening of existing core wall: 
Approx. 12/1/22 - 12/16/22

Notes: 
Temp walls/containment for durations above
The corridor width will be narrowed, cart access to Zebrafish will be maintained.

Nick.Pritchard
Callout
FRP Installation: 
Approx. 12/19/22 - 02/06/23
Temp walls/containment for durations
The corridor width will be narrowed, cart access to Zebrafish will be maintained.
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Rectangle

Nick.Pritchard
Callout
Scaffolding for FRP in Shaft: 
Approx: 11/30/22 - 03/13/23
Access will be maintained between Zebrafish and Lokey
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Polygon

Nick.Pritchard
Rectangle

Nick.Pritchard
Callout
Area kept clear for use of gantry crane
Approx. 09/28/22 - 11/29/22


