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Turn off this 600a  disconnect.
 This will shut down the
following panels:
1. BN3-2
2. BN4-2
3. BN5-2
4. BN6-2
5. 2N2

Move these 2 x conduit up to
make room for OC2
disconnect and transformer.

Panel 2N5

BN5-2


